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AD5.04 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets,  
For all Assessment Sheets that include Provide and Install Sheet Vinyl:  
 
ADD Comment: “Tarkett Silverbell Sheet Vinyl. (Spec will be provided w/ Final Addendum)” 
 
AD5.05 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets,  
For all Assessment Sheets that have “Provide & Install New Carpet w/ Rubber Base”:  
 
REVISE Comment from “Walk-Off Mat @ Sink & Door”, to “Walk-Off Mat @ Door, 5’ x 5’”  
 
AD5.06 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets,  
for CRs 17, 21, 22, 23, 24, 33 which  have “ Door Replaced” : 
 
ADD Comment: “1 Door Replaced with District Specified Metal Door. (Door Hardware 

 aoorRefer to Project Manual, Book 1, Exhibit F –  Assessment Sheets,  
for 
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�x Interior: Provide & Install Carpet & Rubber Base. Interior Door, no Walk-off Mat Needed 
�x Interior: Provide & Install Room Signage. One Sign – Match Existing. 

 
AD5.11 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets, Bldg P01/ CR 14:  
 
DELETE Provide & Install New T-Bar Grid & 2x4 Acoustical Tiles 
DELETE Provide & Install New 2x4 LED Light Fixtures into new T-Bar grid. Quantity of 12 Fixtures 

�x Ceiling and Lights will stay as existing 

AD5.12 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets, Bldg P01/ CR 14 
and CR 15, Repair Type Demo Restroom:  

REVISE Comment to read as follows: 

Remove walls, ceiling & fixtures. Cut & Cap all lines. Patch-back walls. Remove Exhaust Fan and 
Light Fixture, and paint with rest of room. (FA device will be relocated in Technology Project. NIC 

 

AD5.13 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets, Bl dg P01/ CR 15:  

ADD Repair Types to include the following: 
 
Interior Ceiling Tiles & Light Fixtures will already be removed by HAZMAT Contractor. (NIC) 
 
Interior FA Devices currently on ceiling will be relocated by separate Technology Project (NIC) 
 
Interior Provide & Install Insulation above Ceiling Tile 
 

AD5.14 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets, Bldg P01/ CR 16:  

ADD Repair Types to include the following: 
 

Interior Ceiling Tiles & Light Fixtures will already be removed by HAZMAT Contractor. (NIC) 
 
Interior FA Devices currently on ceiling will be relocated by separate Technology Project (NIC) 
 
Interior Provide & Install New T-Bar Grid & 2x4 Acoustical Tiles 
 
Provide & Install New 2x4 LED Light Fixtures into new T-Bar grid. Quantity of 12 Fixtures 

 
AD5.15 Refer to Project Manual, Book 1, Exhibit F –  Assessment Sheets, Bldg P06 / CR 23: 

ADD Repair Types to include the following: 
 
Interior of Classroom has suffered extensive water damage from roof being torn off in a 
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	B. Gutters and downspouts will be left in place.
	1. Exception is P06/CR23. Metal Roof has been torn off in storm
	a. Replace 30’ of gutter on North side. Downspout is intact




